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30 Modules

12 Volt Required
at first LED Module.

ILT-PC-2X2 “Summit” Series

ILT-PC-1X2 “Summit” Series

ILT-2X3-W, W65 & W35 “Ascent” Series

ILT-1X3-W, W65 & W35 “Ascent” Series
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12 Volt Required
at first LED Module.

12 Volt Required
at first LED Module.

30 Modules

12 Volt Required
at first LED Module.

ILT-PC-2X2 “Summit” Series
60 Module or 30ft on 60 Watt PS

ILT-PC-1X2 “Summit” Series
120 Modules or 60ft on 60 Watt PS

ILT-2X3-W, W65 & W35 “Ascent” Series
90 Modules or 30ft on 60 Watt PS

ILT-1X3-W, W65 & W35 “Ascent” Series
180 Modules or 60ft on 60 Watt PS

60 Watt, 12 Volt
Power Supply

60 Watt, 12 Volt
Power Supply

60 Watt, 12 Volt
Power Supply
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ILT-2X3-SV “SideView” Series
140 Modules or 46ft on 60 Watt PS

12 Volt Required
at first LED Module.12 Volt Required

at first LED Module.

60 Watt, 12 Volt
Power Supply

ILT’s LED Module Wiring Diagram
for 60 Watt Power Supplies

30 Modules 30 Modules

60 Watt, 12 Volt
Power Supply

12 Volt Required
at first LED Module.

ILT-1X3-W65-160 “ K2 Summit” Series

60 Watt, 12 Volt
Power Supply

12 Volt Required
at first LED Module.

ILT-BA-1X3 “Base” Series, White, Red & Blue

41 Modules 41 Modules

62 Modules 63 Modules

ILT-BA-1X2-W “Base” Series

60 Watt, 12 Volt
Power Supply

12 Volt Required
at first LED Module.

30 Modules 30 Modules

12 Volt Required
at first LED Module.

12 Volt Required
at first LED Module.

41 Modules 41 Modules

62 Modules 63 Modules

12 Volt Required
at first LED Module.

ILT-1X3-W65-160 “K2 Summit” Series
60 Module or 30ft on 60 Watt PS

60 Watt, 12 Volt
Power Supply

60 Watt, 12 Volt
Power Supply

60 Watt, 12 Volt
Power Supply

ILT-BA-1X3 “Base” Series, White, Red & Blue
82 Module or 41ft on 60 Watt PS

ILT-BA-1X2 “Base” Series, White
125 Module or 62ft on 60 Watt PS
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